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No.288, Shizhu Road, Tonglu Economic Development Zone, Tonglu 

City, Zhejiang Province 310000, P.R. CHINA  

SUBMIITED TO : Same as above 

PRODUCT : PV grid-connected inverter 

BRAND : SolaX 

MODEL : X3-Hybrid-15.0 

Scope : 

This report provides opinions for equipment compliance with the applicable 

standards/regulations stated in the following section. The purpose of compliance evaluation 

is to manifest that custom-made or imported equipment complies with the requirements of 

relevant standards/ regulations in terms of necessary functions and settings.  Local utility 

normally requires these opinions as a prerequisite for the first synchronization approval. 

The opinions are based on CSSC’s evaluation of the technical evidence provided by the 

applicant and equipment manufacturer. 

Standards/regulations : 

Provincial Electricity Authority’s Regulation on the Power Network System Interconnection 

Code B.E.2559 (2016) 

Technical evidence : 
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Product description 

Brand : SolaX 

Model: X3-Hybrid-15.0 

Technical specifications:  

Output Input 

Voltage 415/240V, 400/230V, 380/220V Max. voltage 1000V 

Frequency 50/60Hz nom. Voltage range 180 – 950V MPPT 

Current 24.1A max. Current A:26A/B:14A max. 

Power 14000W nom. Power A:1100W/B:7000W 

Remark: Referred to APPENDIX B. 

Compliance case verdicts 

Complied: Submitted result complies with the requirement. 

Does not comply: Submitted result does not comply with the requirement. 

N/A: Not Applicable 

General remarks 

This report shall not be reproduced, except in full, without the written approval of CES Solar Cells Testing 

Center (CSSC) 

This report consists of the following documents: 

- Test Compliance Validation Report

- APPENDIX A1. – List of documents from the TÜV Rheinland (Shanghai) Co., Ltd. 

- APPENDIX A2. – PEA Grid Code Compliance Table. 

- APPENDIX B. – X3-Hybrid Series User Manual 5.0kW – 15.0kW . 

- APPENDIX C. – TÜV Rheinland’s Report No: CN21ZH49 001. 

- APPENDIX D. – Laboratory Accreditation Certificate No. CNAS L3038 

This report is provided without representation, warranty, or guarantee of any kind, expressed, or implied, and 

the CSSC provides no endorsement for any evaluated equipment, product, system or service described herein. 

CSSC accepts no responsibility whatsoever arising in any way from any and all use and reliance on the 

information contained in this report. 
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